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RESUMEN 

Esta investigación tuvo como objetivo principal proponer un Plan de Gestión de 

Energía Eléctrica para reducir los costos de operación de la Curtiembre Piel Trujillo 

S.A.C sin afectar el funcionamiento normal de la planta ni la comodidad de sus 

trabajadores, la muestra de estudio de esta investigación fue el suministro eléctrico 

de la Curtiembre. 

En primer lugar, se realizó la descripción actual de la empresa mediante la ejecución 

de una auditoria energética, evaluando las principales cargas eléctricas para 

establecer los puntos más críticos, enfocarnos en ellos y aplicar las medidas 

correctivas necesarias. Asimismo, se evaluaron las tarifas de suministro eléctrico y 

se comprobó la mejor tarifa para la empresa. 

Luego, se realizó el estudio del factor de potencia para compensar la energía 

reactiva debido a que la empresa paga mensualmente un promedio de S/. 320 y 

también evaluar las pérdidas de potencia en conductores eléctricos, transformador, 

motores eléctricos y luminarias para establecer el diagrama de Sankey del sistema 

eléctrico de la empresa. 

Se calculó que, mejorando el factor de potencia, reemplazando motores estándar 

por motores de alta eficiencia, cambio de conductor NYY – 185 mm2 en los tramos 

5-6 y 7-8 se obtendrá un ahorro económico de 39548.08 NS/año, con una inversión 

de 42300 NS. 

Con el análisis financiero se concluyó que el periodo de retorno de la inversión es 

de 11.16 meses, con un TIR de 93%, el VAN 223.070.84 NS y la relación 

Beneficio/Costo de 6.27, por esta razón se obtiene que el proyecto es factible 

económicamente. 

Palabras clave: Factor de potencia, Plan de Gestión de Energía Eléctrica, suministro 

eléctrico, motores. 
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ABSTRACT 

 

The main objective of this research was to propose an Electric Power Management 

Plan to reduce the operating costs of Piel Trujillo SAC Tannery without affecting the 

normal operation of the plant or the comfort of its workers, the study sample of this 

research was the electric supply of Tannery. 

In the first place, the current description of the company was made through the 

execution of an energy audit, evaluating the main electric charges to establish more 

critical points, focus on them and apply the necessary corrective measures. 

Likewise, electricity supply rates were evaluated and the best rate for the company 

was verified. 

Then, the study of the power factor was made to compensate the reactive energy 

because the company pays an average of S /. 320 and also to evaluate the power 

losses in electrical conductors, transformers, electric motors and luminaires to later 

establish the Sankey diagram of the company's electrical system. 

It was calculated that, by improving the power factor, replacing standard motors with 

high efficiency motors, change of NYY conductor - 185 mm2 in sections 5-6 and 7-

8 will obtain an economic saving of 39548.08 NS / year, with an investment of 42300 

NS. 

With the financial analysis it was concluded that the return period of the investment 

is 11.16 months, with a TIR of 93%, the NPV of 223,070.84 NS and the benefit / cost 

ratio of 6.27, for this reason it is obtained that the project is economically feasible. 

 

Key words: Power factor, Electric Power Management Plan, power supply, motors.




