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RESUMEN
El presente proyecto de investigación se ha realizado atendiendo la problemática

de la empresa Difarlib S.R.L, el cual, en su nuevo almacén de droguería ha

presentado un de incremento de temperaturas en la temporada de verano, según

su registro, temperaturas de hasta 29°C, y teniendo en cuenta que este tipo de

almacenes es controlado y supervisado por el Ministerio de Salud el cual lleva un

control exhaustivo sobre las condiciones ambientales a las que se almacenan los

productos de droguería, se está presentando como solución el desarrollo del

diseño de un sistema de climatización orientados por normas de American Society

of Heating, Refrigerating, and Air-Conditioning Engineers (ASHRAE) y el

Reglamento de Instalaciones Térmicas en los Edificios (RITE) las cuales son

instituciones dedicadas a las tecnologías en las edificaciones, así como libros de

transferencia de calor y termodinámica.

Para el cálculo de las cargas térmicas se analizaron las condiciones para la

temporada verano, el mes, el día y la hora donde se ha registrado la temperatura

más alta (febrero 2017), así todos factores que influyen en la ganancia de calor

como los ocupantes, equipos y maquinarias que se encuentran en su interior.

Para la selección de equipos se tuvieron en cuenta las condiciones del diseño de

la infraestructura del almacén y espacios disponibles para su ubicación.

Debido a la ganancia calor obtenida de 1133597 Btu/h, y teniendo en cuenta la

temperatura requerida de 23°C, el sistema de climatización que se seleccionó

fueron 18 equipos de aire acondicionado de 60000 Btu/h del tipo Split ducto con

refrigerante R410A y compresor de 5 HP del tipo scroll, los cuales nos dan una

carga total de enfriamiento de 1140000 Btu/h. Así mismo se definieron los

componentes para el control de la unidad (termostato) y se realizó la propuesta

económica.

También se realizó el análisis de las condiciones del aire para el control de la

humedad, ya que es otro factor importante para el almacenamiento el cual dío

como resultado se suministre 16.82 lb de vapor de agua por hora mediante un

sistema humidificador.

Palabras claves: Climatización, energía térmica, cargas térmicas, sistemas de

acondicionamiento de aire, aislamiento, dimensionamiento, balance de energía.
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The present research project has been carried out in response to the problems of

the company Difarlib SRL, which, in its new drugstore has presented an increase

in temperatures in the summer season, according to its registration, temperatures

of up to 29 ° C, and taking into account that this type of warehouses is controlled

and supervised by the Ministry of Health which has an exhaustive control over the

environmental conditions to which the drugstore products are stored, the

development of the design of a system is being presented as a solution of air

conditioning guided by standards of American Society of Heating, Refrigerating,

and Air-Conditioning Engineers (ASHRAE) and the Regulation of Thermal

Installations in Buildings (RITE) which are institutions dedicated to technologies in

buildings, as well as transfer books of heat and thermodynamics.

For the calculation of thermal loads, the conditions for the summer season, the

month, the day and the hour where the highest temperature was recorded

(February 2017) were analyzed, as well as all factors that influence the heat gain

as the occupants, equipment and machinery that are inside.

For the selection of equipment, the design conditions of the warehouse

infrastructure and spaces available for its location were taken into account.

Due to the heat gain obtained of 1133597 Btu / h, and taking into account the

required temperature of 23 ° C, the air conditioning system that was selected was

18 air conditioning units of 60000 Btu / h of type Split pipe with refrigerant R410A

and 5 HP scroll type compressor, which gives us a total cooling load of 1140000

Btu / h. Likewise, the components for the control of the unit (thermostat) were

defined and the economic proposal was made.

The analysis of the air conditions for humidity control was also performed, since it

is another important factor for storage which resulted in supplying 16.82 lb of water

vapor per hour through a humidifier system.

Keywords: Air conditioning, thermal energy, thermal loads, air conditioning

systems, insulation, sizing, energy balance.
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