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RESUMEN 

 

 

La presente investigación se desarrolla en la posta del Distrito de Chongoyape presenta una 

investigación que pretende realizar una cámara de frio personalizada a la demanda de 

vacunas en la zona de estudio considerando la normativa actual sobre esta tecnología y 

debido a que la problemática estable la falta o baja calidad de la energía dentro de la zona 

se determina como parte de la misma investigación el diseño de un sistema fotovoltaico 

capas de abastecer la cámara en los días más críticos de radiación. Con ello se pretende 

realizas una tecnología en conjunto que pueda almacenar la cantidad adecuada de vacuna 

para la zona y el asegurar su suministro energético no dependiente de la energía 

convencional suministrara por las redes eléctricas. 
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ABSTRACT 

 

 The present investigation is developed in the post of the District of Chongoyape 

presents an investigation that pretends to realize a camera of cold customized to the 

demand of vaccines in the zone of study considering the current norm on this technology 

and because the stable problematic the lack or Low quality of energy within the area is 

determined as part of the same research design of a photovoltaic system layers to supply 

the camera in the most critical days of radiation. This is intended to make a joint 

technology that can store the right amount of vaccine for the area and ensure its energy 

supply not dependent on conventional energy supplied by power grids. 
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