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RESUMEN 

 

En el siguiente estudio de coordinación e implementación en la línea de transmisión l-

6689/60kv, Sihuas – Pomabamba perteneciente a la empresa Hidrandina S.A, cuya problemática 

radica en afectación por sobretensiones, principalmente de origen atmosférico, el cual se acentúa 

en zonas agrestes alto andinas construidas por la institución encargada de proyectos que en este 

caso es el Ministerio de Energía y Minas (dep-mem) y transferidas a Hidrandina, las cuales se 

han ejecutado con las limitaciones propias de los proyectos rurales.  En consecuencia, no se 

cuenta con el correspondiente estudio de coordinación de aislamiento que permita una 

evaluación e implementación con materiales adecuados o nuevas tecnologías para disminuir 

significativamente las desconexiones por descargas de origen atmosférico.  

 

Con el fin de minimizar las desconexiones, el presente trabajo, propone realizar un “Estudio de 

coordinación de aislamiento para implementar sistema de protección contra sobretensiones 

atmosféricas en línea de transmisión l-6689/60 kv Sihuas – Pomabamba, Ancash” con el 

objetivo de disminuir la tasa de interrupciones, así como para salvaguardar el aislamiento del 

degradamiento acelerado ocasionado por estos fenómenos.  

 

El proyecto está conformado por los siguientes sistemas de protección:  

 Drenadores de sobretensión por dispersión para 60kv. 

 Puestas a tierra capacitiva mayor a 15 milifaradios 

 Puestas a tierra resistivas menor a 5 ohmios. 

 Pararrayos de línea de 60kv. 

Estos sistemas de protección mitigaran las sobretensiones que se originan por descargas 

atmosféricas y aumentarán la confiabilidad y calidad del servicio eléctrico de la provincia de 

Sihuas y Pomabamba. 

 

Palabras clave: Confiabilidad, sobretensiones, coordinación de aislamiento. 
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ABSTRACT 

 

In the following coordination and implementation study the transmission line l-6689 / 

60kv, Sihuas - Pomabamba belonging to the company Hidrandina sa, whose problem lies 

in affectation by overvoltages, mainly of atmospheric origin, which is accentuated in high 

Andean wilderness areas built by the institution in charge of projects, which in this case 

is the ministry of energy and mines (dep-mem) and transferred to Hidrandina, which have 

been executed with the limitations of rural projects. Consequently, there is no 

corresponding isolation coordination study that allows an evaluation and implementation 

with adequate materials or new technologies to significantly reduce disconnections due to 

atmospheric discharges. 

 

For this purpose, an "isolation coordination study is required to implement a protection 

system against atmospheric surges in transmission line l-6689/60 kv Sihuas - Pomabamba, 

Ancash" in order to reduce the interruption rate, as well as to safeguard the isolation of 

the accelerated degradation caused by these phenomena. 

The project is made up of the following protection systems: 

 

- Dispersion of dispersion overvoltage for 60kv. 

- Capacitive grounding greater than 15 millifarads 

- Resistive grounding less than 5 ohms. 

- 60kv line lightning conductor. 

 

These protection systems will mitigate the surges that are caused by atmospheric 

discharges, increasing the reliability and quality of the electrical service of the province 

of Sihuas and Pomabamba. 

 

Keywords: reliability, overvoltages, insulation coordination.
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