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RESUMEN  

 

 

Esta investigación, de carácter explicativo y pre-experimental, ha tenido 

como objetivo diseñar un sistema de utilización en media tensión a 10000 

voltios con la finalidad de mejorar la calidad de suministro del Nodo de 

Acceso Cuyo ubicado en el Centro Poblado Cuyo, Lima, Perú. Se determinó 

que actualmente Cuyo consume 9.36 KVA, que son alimentados por un 

transformador de 10 KVA, por lo que éste se encuentra al límite de su 

capacidad. En base a esto y aplicando un riguroso tratamiento de cálculos 

eléctricos y mecánicos se ha logrado determinar las características más 

convenientes para los materiales y equipos a ser utilizados en la 

implementación del diseño de utilización el cual se plantea como solución a 

los problemas de capacidad y calidad de suministro del nodo de acceso 

Cuyo. El dimensionamiento se realizó cumpliendo con las normativas 

vigentes y técnicas de ingeniería. Con la implementación de este diseño 

(con transformador de 25KVA) se mejoraría la calidad de suministro del 

nodo Cuyo, logrando 2.745% de caída de tensión (dentro de lo permitido), 

permitiendo que el Centro Poblado de Cuyo cuente con el servicio de 

internet y banda ancha logrando así que se mejore la calidad de vida de sus 

pobladores. 

 

 

 

 

 

Palabras clave: Sistema de utilización, calidad de suministro, máxima demanda, 

caída de tensión.  
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ABSTRACT  

 

 

This explanatory and pre-experimental research has aimed to design a 

medium voltage utilization system at 10,000 volts in order to improve the 

supply quality of the Cuyo Access Node located in the Cuyo Populated 

Center, Lima, Peru . It was determined that Cuyo currently consumes 9.36 

KVA, which are powered by a 10 KVA transformer, so this is at the limit of its 

capacity. Based on this and applying a rigorous treatment of electrical and 

mechanical calculations, it has been possible to determine the most suitable 

characteristics for the materials and equipment to be used in the 

implementation of the use design, which is proposed as a solution to capacity 

and quality problems of the access node Cuyo. The sizing was carried out in 

compliance with current regulations and engineering techniques. With the 

implementation of this design (with a 25KVA transformer) the supply quality 

of the Cuyo node would be improved, achieving 2.745% of voltage drop 

(within what is allowed), allowing the Populated Center of Cuyo to have 

internet service and broadband, thus improving the quality of life of its 

inhabitants. 
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